1 Discharge Stack
   1.1 At any location with a risk of contaminating service workers, exhaust stacks are to discharge 10'-0" min. above the roof deck.

2 Ducts
   2.1 No exhaust duct shall have internal lining.

3 Fans
   3.1 Fans need to be vibrationally isolated from the ductwork with flexible connections.
   3.2 Exhaust fans need to be located as close to the point of discharge as possible.
   3.3 The duct at the fan discharge of each general exhaust system must be clearly labeled as to use and rooms served.

4 Filters
   4.1 If exhaust filtration is required the filter media must be in racks or frames and fully accessible.

5 Restroom Exhaust
   5.1 Exhaust systems must be controlled by the campus BAS system.
   5.2 Restrooms should be exhausted from a single source opposite the air intake.
   5.3 Follow the ASHRAE guidelines for air flow quantities.