1 Manual Motor Starting / Disconnect Switches

1.1 Fractional HP (1/3 HP maximum) 120V switches with overload protection shall be Buss "SSY" fused switch unit or equal. Switches with overload protection shall be Square D, Class 2510 or equal.

1.2 Switches without overload protection shall be Square D, Class 2510 or equal manual motor switch.

2 Disconnect Type

2.1 Fusible or non-fusible equal to Square D “H series”, ITE “VB-2” with visible jaw.

2.2 With solid neutral where required.

2.3 As manufactured by Square D or Siemens.

2.4 “Heavy duty” type for all fusible and non-fusible uses